
Lead in Schools Sample Results - Report
Facility COLBERT MIDDLE-HIGH SCHOOL

Outlet Code  ResultSample ID  Units

First Draw
 ResultSample ID  Units

30 Second Draw
Sampling Date

10-1-AG-WC 10-1-AG-WC-P-001 4.4 µg/L 10-1-AG-WC-F-002 4.1 µg/L8/3/2021

11-1-SOFTB-WC 11-1-SOFTB-WC-P-001 2.0 µg/L 11-1-SOFTB-WC-F-002 1.2 µg/L8/3/2021

1-1-HALL-WC1 1-1-HALL-WC1-P-001 1.9 µg/L 1-1-HALL-WC1-F-002 1.7 µg/L8/3/2021

1-1-HALL-WC2 1-1-HALL-WC2-P-001 <1.0 µg/L 1-1-HALL-WC2-F-002 <1.0 µg/L8/3/2021

1-1-HALL-WC3 1-1-HALL-WC3-P-001 <1.0 µg/L 1-1-HALL-WC3-F-002 <1.0 µg/L8/3/2021

1-1-LOUNGE-CF 1-1-LOUNGE-CF-P-001 3.5 µg/L 1-1-LOUNGE-CF-F-002 <1.0 µg/L8/3/2021

12-1-BHALL-WC 12-1-BHALL-WC-P-001 <1.0 µg/L 12-1-BHALL-WC-F-002 <1.0 µg/L8/3/2021

12-1-BHOME-WC 12-1-BHOME-WC-P-001 1.2 µg/L 12-1-BHOME-WC-F-002 1.1 µg/L8/3/2021

12-1-BVISIT-WC 12-1-BVISIT-WC-P-001 1.7 µg/L 12-1-BVISIT-WC-F-002 1.7 µg/L8/3/2021

12-1-GHALL-WC 12-1-GHALL-WC-P-001 <1.0 µg/L 12-1-GHALL-WC-F-002 <1.0 µg/L8/3/2021

12-1-GHOME-WC 12-1-GHOME-WC-P-001 <1.0 µg/L 12-1-GHOME-WC-F-002 <1.0 µg/L8/3/2021

12-1-GVISIT-WC 12-1-GVISIT-WC-P-001 <1.0 µg/L 12-1-GVISIT-WC-F-002 <1.0 µg/L8/3/2021

12-2-CONC-CF 12-2-CONC-CF-P-001 12.0 µg/L 12-2-CONC-CF-F-002 2.6 µg/L8/3/2021

12-2-MRR-WC 12-2-MRR-WC-P-001 <1.0 µg/L 12-2-MRR-WC-F-002 <1.0 µg/L8/3/2021

12-2-WRR-WC 12-2-WRR-WC-P-001 2.1 µg/L 12-2-WRR-WC-F-002 3.5 µg/L8/3/2021

13-1-BB-OF 13-1-BB-OF-P-001 12.8 µg/L 13-1-BB-OF-F-002 1.8 µg/L8/3/2021

2-1-LIB-WC 2-1-LIB-WC-P-001 2.4 µg/L 2-1-LIB-WC-F-002 2.6 µg/L8/3/2021

3-1-HS-WC1 3-1-HS-WC1-P-001 <1.0 µg/L 3-1-HS-WC1-F-002 <1.0 µg/L8/3/2021

3-1-HS-WC2 3-1-HS-WC2-P-001 <1.0 µg/L 3-1-HS-WC2-F-002 <1.0 µg/L8/3/2021

3-1-HS-WC3 3-1-HS-WC3-P-001 113 µg/L 3-1-HS-WC3-F-002 67.9 µg/L8/3/2021

4-1-CAFÉ-IM 4-1-CAFÉ-IM-P-001 4.9 µg/L 4-1-CAFÉ-IM-F-002 3.0 µg/L8/3/2021

4-1-CAFÉ-KF1 4-1-CAFÉ-KF1-P-001 7.1 µg/L 4-1-CAFÉ-KF1-F-002 <1.0 µg/L8/3/2021

4-1-CAFÉ-KF2 4-1-CAFÉ-KF2-P-001 7.0 µg/L 4-1-CAFÉ-KF2-F-002 <1.0 µg/L8/3/2021

4-1-CAFÉ-KF3 4-1-CAFÉ-KF3-P-001 4.2 µg/L 4-1-CAFÉ-KF3-F-002 1.2 µg/L8/3/2021

4-1-NURSE-WC 4-1-NURSE-WC-P-001 <1.0 µg/L 4-1-NURSE-WC-F-002 3.0 µg/L8/3/2021

4-1-PREK-BF 4-1-PREK-BF-P-001 3.4 µg/L 4-1-PREK-BF-F-002 <1.0 µg/L8/3/2021

4-1-PREK-WC1 4-1-PREK-WC1-P-001 <1.0 µg/L 4-1-PREK-WC1-F-002 <1.0 µg/L8/3/2021

4-1-PREK-WC2 4-1-PREK-WC2-P-001 <1.0 µg/L 4-1-PREK-WC2-F-002 <1.0 µg/L8/3/2021
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5-1-AUD-BF1 5-1-AUD-BF1-P-001 6.9 µg/L 5-1-AUD-BF1-F-002 1.8 µg/L8/3/2021

5-1-AUD-BF2 5-1-AUD-BF2-P-001 2.5 µg/L 5-1-AUD-BF2-F-002 1.5 µg/L8/3/2021

5-1-AUD-BF3 5-1-AUD-BF3-P-001 5.8 µg/L 5-1-AUD-BF3-F-002 1.4 µg/L8/3/2021

5-1-AUD-WC1 5-1-AUD-WC1-P-001 <1.0 µg/L 5-1-AUD-WC1-F-002 <1.0 µg/L8/3/2021

5-1-AUD-WC2 5-1-AUD-WC2-P-001 <1.0 µg/L 5-1-AUD-WC2-F-002 <1.0 µg/L8/3/2021

5-1-ELEM-BF1 5-1-ELEM-BF1-P-001 1.8 µg/L 5-1-ELEM-BF1-F-002 1.9 µg/L8/3/2021

5-1-ELEM-BF2 5-1-ELEM-BF2-P-001 1.6 µg/L 5-1-ELEM-BF2-F-002 <1.0 µg/L8/3/2021

5-1-ELEM-WC 5-1-ELEM-WC-P-001 8.2 µg/L 5-1-ELEM-WC-F-002 6.4 µg/L8/3/2021

6-1-ART-CF 6-1-ART-CF-P-001 22.9 µg/L 6-1-ART-CF-F-002 2.6 µg/L8/3/2021

6-1-HE-CF1 6-1-HE-CF1-P-001 16.3 µg/L 6-1-HE-CF1-F-002 6.1 µg/L8/3/2021

6-1-HE-CF2 6-1-HE-CF2-P-001 4.9 µg/L 6-1-HE-CF2-F-002 <1.0 µg/L8/3/2021

6-1-MS-BF1 6-1-MS-BF1-P-001 2.5 µg/L 6-1-MS-BF1-F-002 <1.0 µg/L8/3/2021

6-1-MS-BF2 6-1-MS-BF2-P-001 10.3 µg/L 6-1-MS-BF2-F-002 1.2 µg/L8/3/2021

6-1-MS-WC1 6-1-MS-WC1-P-001 21.5 µg/L 6-1-MS-WC1-F-002 3.2 µg/L8/3/2021

6-1-MS-WC2 6-1-MS-WC2-P-001 3.3 µg/L 6-1-MS-WC2-F-002 2.2 µg/L8/3/2021

7-1-GYM-WC1 7-1-GYM-WC1-P-001 11.5 µg/L 7-1-GYM-WC1-F-002 13.3 µg/L8/3/2021

7-1-GYM-WC2 7-1-GYM-WC2-P-001 10.9 µg/L 7-1-GYM-WC2-F-002 13.8 µg/L8/3/2021

8-1-ISD-WC 8-1-ISD-WC-P-001 12.3 µg/L 8-1-ISD-WC-F-002 10.9 µg/L8/3/2021

8-1-TECH-WC1 8-1-TECH-WC1-P-001 2.8 µg/L 8-1-TECH-WC1-F-002 3.6 µg/L8/3/2021

8-1-TECH-WC2 8-1-TECH-WC2-P-001 4.9 µg/L 8-1-TECH-WC2-F-002 5.1 µg/L8/3/2021

8-1-WSHOP-WC 8-1-WSHOP-WC-P-001 1.9 µg/L 8-1-WSHOP-WC-F-002 2.2 µg/L8/3/2021

9-1-BA-BF 9-1-BA-BF-P-001 18.6 µg/L 9-1-BA-BF-F-002 1.3 µg/L8/3/2021

9-1-PLAY-WC 9-1-PLAY-WC-P-001 3.1 µg/L 9-1-PLAY-WC-F-002 <1.0 µg/L8/3/2021

51Total
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